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NEMA 4/4X Rated Enclosed Relay

B1308 Installation Instructions for -N4 Option				         		             393138D 

RIBU1C-N4

O-Ring

1/2” Locknut

Field Wiring

Existing NEMA4/4x Enclosure

RIBU1C-N4 installed with 1/2” Locknut in place.
Turn Locknut until finger tight then tighten approx. 
1/2 turn.

Example:
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